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ABSTRACT: Squirrel-caused power outages in Lincoln and Omaha, Nebraska, were evalu- 
ated by examining company power outage reports and by consulting with power company 
representatives. Reports howed that squirrel-caused outages at pole-mounted transformers 
were most prevalent during May, June, and October (48% of total) and between 1 and 4 h 
after sunrise (38%), patterns that coincide with squirrel dispersal or morning activity periods. 
In Lincoln, 1980 and 1981, squirrels caused 177 outages per year, which was 24% of all out- 
ages and 90% of animal-caused outages. Estimated minimum annual costs were $23 364 for 
repairs, public relations, and lost revenue while meters were not running. In Omaha, 1985 
and 1986, squirrels caused 332 outages per year, costing at least $47 144 annually. Squirrel- 
caused outages at substations cost an additional $400 (Lincoln) to $810 (Omaha) annually. 
Between 1982 and 1985, squirrel guards were installed on all 13 000 Lincoln transformers at 
an estimated minimum cost of $20 per guard, or $260 000 total. Records from Lincoln after 
all guards were installed (1986 and 1987) indicate that annual costs were reduced 78% to 
$5148. Life expectancy of the guards is unknown. The extent of squirrel-caused outages and 
associated costs may vary among cities and regions. Assessment of these outages as described 
here can be used for timing biological studies and as a procedural structure for making similar 
economic assessments in other areas. 
KEY WORDS: vertebrate p st control, fox squirrel, urban wildlife, power distribution equip- 
ment, electrical outages, Sciurus niger, wildlife damage 
One problem faced by electrical power companies i maintaining an uninterrupted flow 
of electrical service to their clientele. Power outages result in customer dissatisfaction as
well as repair costs and lost revenue while meters are not running. Outages may be caused 
by weather, equipment failures, and various animals, particularly squirrels (Sciurus spp.) 
[1-41. 
Both fox (S. niger) and gray (S. carolinensis) squirrels use electrical power and telephone 
equipment as travel lanes and rest sites, or for other activities [1-4]. When a squirrel 
climbs on an electrical transformer, it may cross the bare, high-voltage wire leading from 
the high-voltage line to the transformer. If the squirrel simultaneously touches a part of 
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the transformer where there is sufficient electrical ground, the result is a power outage and 
electrocution of the squirrel. The power outage results from an electrical short, which 
causes a high current flow on the distribution circuit. Normally a fuse opens, and all resi- 
dents on the circuit (average about 50) lose power. Squirrels may also cause outages at 
other specific sites on power distribution equipment but not as commonly as at this site 
on the transformer. 
Faced with the problem of squirrel-caused outages, Lincoln Electric System (LES) and 
Omaha Public Power District (OPPD), after evaluating alternatives, installed squirrel 
guards, devices that cover the bare high-voltage wire at the point on the transformer where 
squirrels are electrocuted. In Lincoln, Nebraska, 1982 to 1985, squirrel guards were placed 
on all 13 000 pole-mounted transformers) In Omaha, Nebraska, 1985 to 1987, about 3000 
squirrel guards were installed on transformers in areas with squirrel problems, and even- 
tually will be placed on all 59 000 existing transformers. 6 However, no in-depth assessment 
was made of costs associated with these guards in relation to costs associated with squirrel- 
caused outages. 
To understand better squirrel-caused outage problems, information was needed on out- 
age patterns in relation to known squirrel biology. In addition, an assessment ofcosts asso- 
ciated with such outages was needed to provide economic guidelines helpful in develop- 
ment and use of control techniques. Therefore, our objectives were to compare seasonal 
and diurnal outage patterns with squirrel biology patterns, and to develop an economic 
assessment ofboth repair costs and preventive measures currently being used. 
Distribution Equipment 
In Lincoln and Omaha, power distribution equipment includes a transformer and one 
or two high-voltage cables (for example, 12 000 V) above the transformer. These high- 
voltage lines lead, via a fuse, to a transformer where the voltage is reduced to 120 or 240 
V and then distributed through service cables, below the transformer, to surrounding 
houses (Fig. 1). Because one fuse may protect one or several transformers, an outage at 
one transformer may blow a fuse and cut power to several. Telephone and cable television 
cables are below the service cables. 
Methods 
Electric company records from Lincoln (January 1980 through December 1987) and 
Omaha (January 1985 through December 1986) were evaluated to determine the date, 
time, and location of outages. These years were selected in part because of availability of 
records from the power companies. The outage records, which showed the number and 
cause of outages, indicated squirrel-caused outages only when a repair crew found a dead 
squirrel at the site. Squirrel-caused outages in Lincoln were plotted on a map. 
Economic analysis of squirrel-caused outages was based on information from power out- 
age reports and from consultation with power company officials. 5'6 These estimates 
included, for both Lincoln and Omaha, costs associated with squirrel-caused power out- 
ages at transformers and the costs of squirrel guard installation. The cost per transformer 
5 R. E. Reutzel, Supervisor of Systems Control, Lincoln Electric System, Lincoln, NE, personal 
communiction, 1987. 
6 R. C. O'Neill, Supervisor, Transmission and Distribution, Omaha Public Power District, Omaha, 
NE, personal communication, 1987. 
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FIG. l--Power pole arrangement showing an electrical transformer with a squirrel guard 
installed and various cables with outside diameters indicated. 
outage included a repair crew, materials, office personnel, public relations, and lost revenue 
while meters were not running. Minimum public relations costs, based on customer dis- 
satisfaction, were assumed to be one cent per minute of outage per household. Lost reve- 
nue was the average number of kilowatt hours (average kilovolt amperes • 0.85 • average 
length of outages in hours) • $0.07. Additional annual costs included expenses from squir- 
rel-caused substation outages or costs other than those accrued when a fuse was blown at 
a transformer. Installation of a squirrel guard required expenses for an equipped installa- 
tion crew and the guard. To determine ffectiveness of squirrel guards, outage costs in 
Lincoln before guards (January 1980 through December 198 l) were compared to the costs 
after guards were installed (January 1986 through December 1987). 
Results 
Records of 667 squirrel-caused outages at pole-mounted transformers in Lincoln (1980 
to 1987) and 664 in Omaha (1985 and 1986) showed that 48% occurred in May (193), June 
(243), or October (202), and 38% (512) occurred between 1 and 4 h after sunrise (Figs. 2 
and 3). Of the May outages, 76% occurred in the latter half of the month (15 to 31 May). 
In Lincoln, before, guards were installed (1980 and 1981), squirrels caused 177 outages per 
year, which was 24% of all outages and 90% of animal-caused outages. After guard instal- 
lation (1986 and 1987), squirrel-caused outages averaged 39 per year. In Omaha (1985 and 
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FIG. 2--Number of squirrel-caused power outages by month in Lincoln (1980 through 
1987) and Omaha (1985 and 1986), Nebraska. 
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FIG. 3--Number of squirrel-caused power outages by hour after sunrise in Lincoln (1980 
through 1987) and Omaha (1985 and 1986), Nebraska. 
1986), squirrel-caused outages averaged 332 per year. Average outage length was 60 min 
in Lincoln and 72 min in Omaha. Average kilovolt amperes during outages were 290 in 
Lincoln and 294 in Omaha. In general, transformers with squirrel-caused outages were 
located in older neighborhoods that had large mast-producing trees. 
The average cost per transformer outage was estimated to be $132 in Lincoln and $142 
in Omaha. These estimates include $50 for a two-person repair crew (1 h at $50 per hour), 
$15 for a fuse, $20 for office personnel, $17 (Lincoln) or $21 (Omaha) for lost revenue 
during outages, and $30 (Lincoln) or $36 (Omaha) for public relations costs (~50 houses 
per outage per minute). Total annual costs associated with squirrel-caused outages at trans- 
formers were $23 364 for Lincoln and $47 144 for Omaha. 
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In addition to the cost per transformer outage, annual costs included $400 for damage 
to electrical substation equipment in Lincoln and $810 for substation repairs in Omaha. 
Lost revenue and public relations costs associated with these substation outages would be 
additional. Thus, minimum annual costs associated with squirrel-caused outages in Lin- 
coln (1980 and 1981) and Omaha (1985 and 1986) were $23 764 and $47 954, respectively. 
Installation of a squirrel guard was estimated to cost $20, which included the guard 
(~$4) and about 20 min labor (~$16). Thus, estimated cost for installation of the 13 000 
guards in Lincoln was $260 000. The squirrel guards in Lincoln reduced annual costs asso- 
ciated with squirrel-caused outages by 78% from $23 764 to $5 148, or a reduction of 
$18616. 
Discussion 
Squirrel-caused power outages represent a substantial problem as indicated by outage 
repair costs and by the proportion of outages caused by squirrels. Squirrel-caused outages 
were most prevalent in late May, June, and October and between 1 and 4 h after sunrise, 
times that correspond with squirrel biological patterns. May, June, and October follow the 
two annual squirrel reproductive s asons and are peak months for dispersal of young squir- 
rels [5-7]. Thus, dispersal of young squirrels, which coincides with peak outage periods, 
may be a biological and behavioral focal point that warrants further study in relation to 
power outages. A Washington, D.C., analysis indicates November as the peak month for 
animal-caused outages there, and suggests that this pattern may relate to squirrels retriev- 
ing food or other items stored on transformers [2,3]. In their analysis, squirrels accounted 
for about 16% of all outages and for 93% of animal-caused outages, compared to our results 
of 24 and 90%, respectively. Squirrel-caused outage patterns and biological relationships 
may vary among areas or regions but also have certain similarities. Outage records from 
additional locations are needed to establish overall patterns or to clarify the relationships 
that exist with the squirrel populations involved. Outages were most prevalent during 
morning hours, especially between 1 and 4 h after sunrise. This pattern coincides with the 
daily period of greatest activity for fox and gray squirrels, both urban and rural [8-11]. 
Overall, understanding outage patterns helps in evaluating the behavioral basis of damage 
and in focusing biologically based field studies on times when damage is most prevalent. 
In general, transformers with squirrel-caused outages were located in older neighbor- 
hoods that had large mast-producing oaks (Quercus pp.). Hard-mast producing trees, par- 
ticularly oaks, are the primary food source for fox squirrels, and populations tend to fluc- 
tuate in response to acorn availability [5,8]. In fact, basal area of hard-mast trees has been 
used in rural areas as an indicator of fox squirrel population size [12]. Although the pres- 
ence of hard-mast trees indicates availability of a food source, it may not correspond 
directly with squirrel population levels in urban areas. Moreover, other data show that 
basal area of hard-mast trees does not distinguish transformer sites with squirrel-caused 
outages from those without such outages [4]. However, with further study, hard-mast avail- 
ability might be useful on a larger, city-wide scale to indicate neighborhoods most likely 
to have threshold numbers of squirrels at which outages become common. 
Our results indicate that squirrel-caused outages at transformers cost $132 to $142 each. 
During the same time as our study, a Washington, D.C. power company made estimates 
for similar repairs [2,3]. They reported a range of 488 to 1263 (average 653) animal-caused 
outages per year from July 1983 through December 1987 at a cost of $242 per outage [2,3]. 
Their average of 653 outages per year would cost $158 026 for repairs. The $242 per outage 
included $75.20 for a 1.5-person repair crew (1.6 h at $47 per hour), $9.50 for a fuse (aver- 
age of fuse types), $1.34 for lost revenue (based on 1.12 kwh per hour [average use] )< 1.6 
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h [average outage time] • $0.0671 per kwh • 11.1 homes affected), $16.34 for related 
system maintenance (breaker life: $14.26 for labor, $2.08 for oil), $105.12 for dispatcher 
personnel (annual salaries and benefits/total outages per year), and $34.50 for customer 
information personnel (annual salaries and benefits/[total outages per year • four calls per 
outage]) 7 [2]. This estimate, in comparison with ours, has greater costs for repair time and 
office personnel (dispatcher and customer information), but less for lost revenue and public 
relations, although customer information is related to public relations. Costs by category 
were difficult to quantify precisely [2] and probably vary among companies because of 
personnel costs, travel time, and other factors. Although the Zellmer et al. estimate differs 
from ours, each was based on values pertinent o the company and situation. Each 
approach as points that merit consideration by others considering such assessments. 
Squirrel guard installation in Lincoln reduced amage costs by an estimated $18 616 per 
year. At a 0% interest rate, the break-even period for guard installation ($260 000) would 
be approximately 14 years. If a conservative 5% interest rate is used, break-even would be 
approximately 25 years, assuming the guards last that long. Initial types of squirrel guards, 
which are no longer used, lasted only about 5 to 6 years, largely because of exposure to 
ultraviolet rays. Squirrel guards currently installed by two companies s [3] are made ofplas- 
ticlike polyethylene or rubberlike thylene propylene and vary in shape and installation 
features. These are expected to last longer, but their life expectancy is unknown. Because 
of various tax considerations, the financial burden on the company would probably be less 
than these amounts and the break-even periods would be shorter. However, costs are still 
considerable. Various types of squirrel guards appear satisfactory but using them is a rel- 
atively new technique. We recommend that guard selection include review of available 
data and consultation with experienced users. 
Public relations is a point of critical concern to power companies 5 [3] and one that our 
analysis may underestimate. These costs appear to be the most difficult to quantify and 
possibly the most likely to vary according to customer needs (including business and other 
high-use customers, effects on computer data, and so forth), attitudes, and tolerance for 
outages. The unquantified costs associated with public relations help justify the expense 
for guards. 
Squirrel-caused power outage problems warrant additional attention. Although, squirrel 
guards reduce damage at transformers, they do not eliminate it, and the costs of guard 
installation on all transformers may be prohibitive for some companies. Squirrels may 
cause outages at other sites including at lightning arresters (located on or above transform- 
ers), cutouts (switches located above transformers), and at switches located on main feeder 
lines, 9 as well as at faulty squirrel guards. Moreover, squirrel-caused outages at substations, 
although less frequent han on distribution equipment, are usually more costly and may 
affect considerably more customers. For example, one squirrel-caused substation outage 
near Washington, D.C. in 1987 resulted in 9000 customers without power for ~>30 h and 
loss of significant substation equipment. 7 Additional understanding of squirrels in relation 
to electrical power equipment, and viable damage control options, are needed. 
Evaluation of power company records and consultation with company representatives 
provided the information eeded to assess squirrel-caused outages. However, pertinent 
7 B. J. Zellmer, Transmission and Distribution, Potomac Electric Power Company, Washington, 
DC, unpublished data. 
s S. L. Young, Senior Engineer, Distribution, Lincoln Electric System, Lincoln, NE, personal com- 
munication, 1988. 
9 B. J. Zellmer, Transmission and Distribution, Potomac Electric Power Company, Washington, 
DC, personal communication. 
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outage records from some years were not available. We encourage all companies that expe- 
rience squirrel-caused damage, including power, telephone, and cable television compa- 
nies, to maintain records of the cause, date, time, specific site, associated costs, and other 
pertinent information. Only with such records can damage patterns and costs in relation 
to controls be understood, and cost-effective solutions developed. Moreover, if records 
were available over many years, outage patterns could be evaluated in relation to squirrel 
population cycles, size of mast crops, and other variables. 
This study has provided, for two Nebraska cities, date and time patterns of  squirrel- 
caused oulages and an economic assessment of these outages. Results can be used in devel- 
oping other biological studies and as a procedural structure for making similar, and 
needed, economic assessments of the problem in other cities. 
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